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CALIBRATION CERTIFICATE
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Certificate No.
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. Customer
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Name Of Sample
HIE S R AHRBESERA
Manufacturer
RIS MSXB-135kVA/108kV/1A
Model/Type
EARS MS20181227YW
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The measuring equipment used in the calibration is traceable to national primary standards maintained in

National Institute of Metrology (NIM). NIM is the signatory to the Mutual Recognition Arrangement (MRA) for

national measurement standards and for calibration and measurement certificates issued by national

metrology institutes.
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Hubei Institute of Measurement and Testing Technology Certificate No.

® AP RBATTRITHERMICELIIMNEE T ERENNE
This laboratory is a legal metrological verification institution established by the government metrological administrative department
according to law.

o AFRFREERIEAFE150/1EC17025krEAER.

The quality management system for laboratory complies with ISO/IEC 17025 standards.

o FRBIERFEAKIE (BFR, KS)

Reference documents for the Calibration (Name . Code )

£M8: JIG 496-2016 THiESIE4rEss

o ARKEMERNEETRBIFERA

Main standards of measurement used in the Calibration

RERMN RE/RS B S/BHH
Name of Equipment Model/Serial No. Certificate No./Due Date
B b d 5 4 FE 38 ¥L200-100/539 GhF

019400545 /2021-01-13
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Environmental condition on the Calibration

mE:  22.6C HEXHERE: 76 % HE: —
Temperature R.H. Others

N — .  AKRBIEEE R R [RYGIER4S : 2019DW02330255
Pressure Place Record No.
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It's Effect That Results of This Report Relate Only To The Sample(s) Calibrated.
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Hubei Institute of Measurement and Testing Technology Certificate No.
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Data/Results of Calibration
MRS AC:
FRAERL CKV) WMBRI () H e
Ue » k=2
10. 00 9.92 0. 3%
8 20.00 19.70 0.2%
) 30. 00 29.91 0.2%
40. 00 39. 85 0.2%
50. 00 49.71 0.2%
60. 00 59.52 0.2%
70. 00 69. 35 0.2%
80. 00 79.26 0.2% iﬁ*ﬂ %%
100. 00 99. 15 0. 2%
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